ALESP - Nomograph 17 	





�
Engineering Data





	Source of Data:  ASHRAE  Handbook of Fundamentals (Assumes rigid insulation with K-value of 0.27 at 750F).





	Instructions for use of nomograph 17:





	1.  Enter the nomograph on the lower horizontal line at the existing thickness of duct insulation.





	2.  Proceed vertically upward to the line that most closely fits the temperature difference between the air inside the duct and air outside the duct.





	3.  Proceed horizontally left from this intersection to read the heat loss or gain in Btu per hour per square feet.
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