ALESP - Nomograph 21 	





�
Engineering Data





	Source of Data:  Manufacturer's Data





	Instructions for use of nomograph 21:





	1.  Enter the nomograph on the lower horizontal line at the malfunctioning steam trap orifice size.





	2.  Proceed vertically upward to the line that most closely fits the operating steam pressure.





	3.  Proceed horizontally left from this intersection to read the steam loss in pounds per hour.�
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