ALESP - Nomograph 22 	





�
Engineering Data





	Source of Data: Data from various boiler and burner manufacturers was analyzed and integrated to make up one graph.





	Instructions for use of nomograph 22:





	1.  Enter the nomograph at the lower horizontal line at the percentage of C02 in the flue gas for the fuel being used.





- OR -





	Enter the lower left-hand vertical part of the nomograph at the percentage 02 in the flue gas and proceed horizontally right to the intersection of the plotted curved line.





	2.  Proceed vertically upward at this intersection to the stack temperature line.





	3.  Proceed horizontally left at this intersection and read the boiler efficiency corresponding to the fuel used.�
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